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1. ALL WORKS ARE IN ACCORDANCE WITH MDC CODE OF
PRACTICE, NEW ZEALAND STANDARDS, AND INDUSTRY BEST

PRACTICE.

2. ALL WATERMAINS ARE PN12 uPVC TO AS/NZS 1477.

5. ALL WATER LATERALS ARE 25mm PE80O SDR11 PN12.5 WITH

PLASSON COMPRESSION FITTINGS

7. ALL RIDERMAINS ARE 63mm PE100 SDR1
PLASSON COMPRESSION FITTINGS

8. 50DN VALVES ARE SAUNDERS TYPE WITH
500MM BELOW FINISHED GROUND LEVEL

3.6 PN12.5 WITH

VALVE TOP MAX

9. DENSO MASTIC AND DENSO TAPE ALL FLANGES AND GIBAULTS.
10. ALL VALVES IN TOBY BOXES ARE 20mm "ACUFLO GM9005 MKII

MANIFOLD VALVES” WITH GROUND BOX AND MOUNTING BASE

COLOUR BLACK & MARKED "WATER™.

11. THRUST BLOCKS HAVE BEEN CONSTRUCTED TO SIZE AS

REQUIRED BY NZS4404:2010 WS—-004
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